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At first, the riser cable was pulled into the floating 
structure and while unwinding the cable accessories, 
such as modular buoy, were attached. Then, the cable 
was unwound to the predetermined position after a cable 
touch down point has been confirmed, and the subma-
rine joint was assembled on the laying vessel. The sub-
marine joint was sunk in a catenary shape, and after con-
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Figure 11 shows the ROV photograph when the subma-
rine joint reached the seabed.

After the cable laying, DC withstand voltage test to the 


