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ductor stock was used only for the 5-m loop, and the other
loops were made of 980-mm2 ACSR. It was thus possible
to decrease weight while suppressing a broader range of
frequencies. Figure 2 shows the mounting configuration.

3.3  Dead-End Clamps
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5.4  Monitoring Systems
5.4.1  Monitoring System for Helicopter Stringing
A computer was installed in the helicopter cockpit and in
the operating room at tower No. 8, and information sent
from the global positioning system (GPS), air-pressure
altimeter, load cell, etc. were used to effect real-time moni-
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pression, elongation of ganged anti-tension insulators,
tower flexure, etc., to correct the actual conductor length


